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FACP/IDS PANEL

NOTE 1
PANEL C
MDP
PANEL A
M‘\\Lw\«\;&mg EQUIPMENT GROUND
| BUS BAR (CU)
PANEL B LIGHTING CONTACTOR TO
BE MOUNTED ABOVE
PANEL 'A’ AND TO THE
LEFT IN NEMA 1
ENCLOSURE.
ELECTRICAL ROOM LAYOUT
SCALE: 1" = 5-0"
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NOTES:
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1, FIRE ALARM PANEL SHALL BE CAPABLE OF

OPERATING AS AN INTRUSION DETECTION SYSTEM
(IDS) AND MUST SUPPORT INTRUSION DETECTION
DEVICES. DOORS AND WINDOWS WILL COME
PREPARED FOR CONNECTION OF IDS DEVICES.

IDS SYSTEM WILL BE ADDED AT A LATER DATE BY

THE VA,
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LOAD—-BREAK SWITCH

ELBOW PARKING STAND .

REMOVE INSULATED LOAD
BREAK ELBOWS, INSTALL

NEW FEED THRU
APPARATUS AND

RECONNECT AS INDICATED

IN THE DETAIL BELOW
(TYPICAL OF 3).
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EXISTING TRANFORMER ELEVATION DETAIL
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NEMA-3R
ENCLOSURE

NEW PRIMARY CIRCUIT
FROM NEW PAD-MOUNT
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FEEDER CONNECT
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